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Customer Connections
GRN

Pwr Supply  
AC/DC R1  500Ω/100W GRY/YEL
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BLK/YEL R2  500Ω/100W GRY/BLK
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FOR TIMER 
CONNECTIONS, 
REFER TO 
TIMER DETAIL

K2

Note:  This connection (12AWG 
minimum) is to be installed by 

customer unless control is built 
with an internal breaker.
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6 L1 240 YEL/BLK

FL1 240 GRY/RED

L2 240 BLK/YEL GRY/YEL
L2 240 BLK/YEL N
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Note: This portion (including T2) 
is only present in controls with 
the ‘AC valve option’
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Ground  
Supply 

K2 G2 G1 K1
FUSES BR

N
/B

LU

H1 H2 O
RG

/R
ED

H1 L2
F1 – 1.25A@600VAC  Class CC FNQ-R-1-1/4

 F2 – 1.25A@600VAC  Class CC FNQ-R-1-1/4 

F3 – 1.25A@600VAC  Class CC FNQ-R-1-1/4 

F4 – 1.25A@600VAC  Class CC FNQ-R-1-1/4 

F5 – 1.25A@600VAC  Class CC FNQ-R-1-1/4

 PCB1-F6 – 1A@250VAC  Type 2AG S/B 229001 

(not shown) PCB2-F7 – 1A@250VAC  Type 2AG S/B 229001 

(not shown) PCB2-F8 – 1A@250VAC  Type 2AG S/B 229001 

(not shown) PCB2-F9 – 1A@250VAC  Type 2AG S/B 229001

Welding 
SCR1 Transformer

BLK BLU/RED

BLK L1 L1
TLS1

L1
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TIMER DETAIL

Example of PI1  
input connection

FS
C

RED EN6001 
Timer Module TM1 

P/N 600772

SV
C

P3 DETAIL 
Primary Coil Secondary Coil

BLACK BLACK

BLUE BROWN

FOR POWER 
CONNECTIONS, 
REFER TO 
WIRING 
DIAGRAMCLEAR WHITE

240VAC 380VAC 575VAC

Note:  ‘AC valve option’ 
should have the same 
primary configuration 
for BOTH (T1 & T2) 
transformers.
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